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PO Box 551 (invoice-billing)
Browns Summit, NC 27214
(336) 656-4821 Office/fax
(336-558-5319) cell

1707 Support Serviceable. Metal, wood.
Posts/Columns
1708 Beams Serviceable. Engineered wood, wood.
1709 Windows Serviceable.
1710 Electrical Serviceable. Ground fault circuit interrupter (GFCI) noted.
1711 Insulation Serviceable. Where visible. 4 — 6 inches rolled fiberglass.
1712 Heat Source Serviceable. Forced air register observed.
1713 Ventilation Serviceable. Exterior doors, windows.
1714 Sump Pit Serviceable. Ejector waste pump noted. Unit tested and functioned properly at time of
inspection.
1715 Plumbing Serviceable.
1716 Basement Evidence of radon mitigation system installed.
Comments

NC-Choice Home Inspection Service
This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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HEATING & A/C —1* STORY / BASEMENT UNIT

The inspection of the heating & AC system is not a 'Code Compliance' inspection nor are 'Manufacturer's Specifications' for
installation, operation or repairs a part of this inspection. Code compliance and manufacturer's specifications on any
product/component or item should be verified through the local building authorities, the company who manufactured the item
or product, or with seller prior to closing. The visual review of the duct system is limited. Ducts in walls, under insulation or
otherwise obstructed from view are not within the scope of this inspection. Limited review Inspection of the furnace for
evidence of cracks and holes can normally only be done by dismantling the unit. The heat exchanger/fire box, evaporator coil
and condensate pan drain is not completely visible or accessible to the inspector and therefore beyond the scope of this
inspection. A Licensed Mechanical Contractor is the only qualified service personnel to perform disassembly. Heat
exchangers can fail at any time.

Step # Component Comments

1901 Heating Serviceable. Unit is located at basement; fuel is gas, forced air, electrical & gas shut off
noted. Filter size 20 x 25 x 5, at unit.

2012/08/20

1902 Conditions Suggestion. Humidifier device noted on unit. Humidifiers are beyond the scope of
inspection and review by a Qualified HVAC Contractor is suggested if concern to client.

1903 Exhaust Venting Serviceable.

1904 Thermostat Serviceable. Thermostat 1* story hall.

1905 Ducting Serviceable. Flex and sheet metal duct.

1906 Air Conditioning Serviceable. Electric, condenser and compressor unit is located at right side exterior,
System electrical disconnect provided at equipment. This is a split system. The air conditioner

was activated to check the operation of the motor and the compressor and both appeared
to be in serviceable condition. A detailed review of the cooling capacity of this unit is
beyond the scope of this inspection. We make no warranty as to the system's adequacy.

1907 A/C Temperature Serviceable. The air temperature was measured at the supply and return registers for the
Differences 1* story, basement unit. The difference between these two temperatures should be in the
range of 14-22 degrees F when the A/C system is functioning properly. The supply
temperature was 55F and the return air temperature was 71F. The difference in air
temperature was 16F.

NC-Choice Home Inspection Service
This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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1908

Step #

1901.2

1902.2
1903.2
1904.2
1905.2
1906.2

1907.2

1908.2

Heating & A/C
Comments

Component

Heating

Conditions
Exhaust Venting
Thermostat
Ducting

Air Conditioning
System

A/C Temperature
Differences

Heating & A/C
Comments
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None.
HEATING & A/C #2 - 2" STORY UNIT
Comments

Serviceable. Unit is located at attic; fuel is gas, forced air, electrical and gas shutoff noted.
Filter size 16 x 25 x 3 at unit.

2012/08/20

Serviceable.

Serviceable.

Serviceable. Thermostat located at 2™ story center rear bedroom.

Serviceable. Flex and sheet metal duct.

Serviceable. Electric, condenser and compressor unit is located at right side exterior,
electrical disconnect provided at equipment. This is a split system. The air conditioner
was activated to check the operation of the motor and the compressor and both appeared
to be in serviceable condition. A detailed review of the cooling capacity of this unit is
beyond the scope of this inspection. We make no warranty as to the system's adequacy.

Serviceable. The air temperature was measured at the supply and return registers for the
2" story unit. The difference between these two temperatures should be in the range of
14-22 degrees F when the A/C system is functioning properly. The supply temperature
was 58F and the return air temperature was 73F. The difference in air temperature was
15F.

None.

PLUMBING

Shut off valves/angle stops under kitchen/bathroom sinks and toilets are not turned or tested during the inspection due to the
possibility of causing leaks. All shut off valves/angle stops should be turned regularly by the homeowner to ensure free
movement in case of emergency. The plumbing supply, drains, waste, and vent piping materials are only visible in the attic,
crawlspace and basement areas (if present) and at interior fixture locations. Material identification was based upon visible
piping in these areas.

Step #

Component

Comments

NC-Choice Home Inspection Service

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2001

2002

2003
2004

2005

2006

Plumbing Supply
System

Plumbing Waste
System

Supply Pipes
Drain, Waste &
Vent Pipes
Ejector Pump

Water Heater
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Serviceable. Property is connected to a public system .Water pressure at time of
inspection was 65 psi. Normal psi range is between 40- 90 psi. Water shutoff valve is
located at front wall in utility room area at basement.

‘ . - : Main water shutoff valve.

Suggestion. Property is listed as connected to an on-site waste system, which was not
reviewed. On site waste disposal systems are not within the scope of this inspection.
Client is advised to consult a specialist prior to closing to ensure proper operation of this
system. For continued proper function of on site septic systems the septic tank is typically
pumped every 3 to 5 years. Pumping frequency is a function of the load placed on the
septic system by the occupants. Suggest review with owner for history of septic system
servicing.

Serviceable. Copper, Pex (Polyethylene.).

Serviceable PVC,

Serviceable. Unit functioned properly and sump alarm tested and functioned properly.

Serviceable. Gas- 50 -gallon capacity located at basement. Cold water shut off valve is
installed and a temperature/pressure relief valve is installed as a safety feature. Hot water
was noted at all tested plumbing fixtures indicating the water heater is functioning
properly at the time of inspection. No warranty, guarantee or certification is given as to
future failures.

NC-Choice Home Inspection Service

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2007

2008

2009
2010
2011

Step #

2101

2102

2103

2104

Water
Temperature

Water Heater
Exhaust Venting
System

Sump Pit

Cross Connections
Plumbing System
Comments

Component

Electrical Main
Box

Additional Main
Panel Comments

General System
Comments
Smoke Detectors
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Recommendation. The hot water temperature was measured at a faucet during the
inspection and was observed to be over 130F. The U.S. Consumer Product Safety
Commission (CPSC) urges all users to lower their water heater temperature settings to
120F to reduce or eliminate the risk of most tap water scald injuries. Client is advised that
a 120F setting may not provide adequate hot water for all clothing and dish washing
machines and a higher setting may be required. Recommend lowering the hot water
temperature to the lowest setting that will satisfy the hot water needs and protect against
scald injuries due to the elevated water temperature observed

Serviceable. Direct vent.

Serviceable.
None.
None.

ELECTRICAL SYSTEM
Comments

Serviceable. The main electrical service is approximately 2-200 amps and 220 volts.
Service entrance is underground. Overload protection is provided by breakers. Main
disconnect noted. Main conductor is copper. Low amperage (15 & 20 amp) branch circuit
conductor is copper. Visible wiring type is non metallic sheathed. Evidence suggests
system is properly grounded.

2012/08/20

Recommendation. Arc fault circuit interrupter present and functioned when tested.
Ground fault circuit interrupter (GFCI) noted and functional at time of inspection.
Evidence suggests the wire size is not compatible with the breaker device at 15 amp lower
right side panel. This condition could cause the breaker device to ‘trip’ or allow excessive
current to be carried to the conductor. Recommend review by a Licensed electrician to
ensure proper wire size is installed for safety.

None.

Suggestion. Smoke detector(s) located at hall, basement and bedrooms. Detectors are part
of alarm system and not reviewed. Suggest review with alarm contractor.

NC-Choice Home Inspection Service

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2105

2106

Carbon Monoxide

Detector

Electrical System

Comments
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Suggestion. Suggest installing carbon monoxide detectors throughout the home as needed
for safety.

Suggestion. Alarm system noted. Suggest review with alarm contractor. Speaker system
installed throughout home. System is not within the scope of inspection. Suggest review
with owner. Central vacuum system installed. Random outlets throughout home tested and
functioned properly.

KITCHEN / BREAKFAST

The kitchen inspection is a combination of visual and operational testing. Appliances are operated (if power is supplied)
using normal operating controls. Calibrations to cooking systems or their efficiencies are not evaluated nor are life
expectancies given. NOTE: Dishwashers can fail at any time due to their complexity. Our review is to determine if the
system is free of leaks and excessive corrosion. Ovens, stoves and microwaves are tested using normal operating controls.
These can fail at any time without notice. No warranty, guarantee or certification is given as to future failure.

Step #

2301
2302
2303
2304
2305
2306
2307
2308
2309
2310
2311
2312

2313

2314

2315

2316

2317

Component

Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Counter Tops
Cabinets
Sinks
Faucets
Traps/Drain
System
Disposal

Dishwasher

Stove/Cook
Top/Oven

Oven-Separate
Unit

Hood/Fan

Comments

Serviceable. Wood

Serviceable. Painted, tile

Serviceable.

Serviceable.

Serviceable.

Serviceable. GFCI noted and functional at time of inspection.
Serviceable. Forced air register observed.
Serviceable. Stone.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Recommendation. Appliance Brand: insinkerator/ISE. Disposal vibrates indicating foreign
object/matter lodged in unit or blades are bent or broken. Recommend review by a
Licensed Plumber for repairs as needed.

Serviceable. Appliance Brand: GE. Dishwasher was tested using normal operating
controls. Unit functioned properly at time of inspection. Dishwashers most commonly
fail internally at the pump, motor or seals. These units are not disassembled to inspect
these components nor are they visible or accessible to the inspector. Our inspection is
limited to operating the unit on the 'normal wash' cycle only.

Serviceable. Gas, Appliance Brand GE The stove/range gas burners were tested at the
time of inspection and appeared to function properly. Gas shut off noted.

Serviceable. Oven —microwave stack unit. The stove/oven elements were tested at the
time of inspection and appeared to function properly.

Serviceable. Down draft cook top, vented to exterior.

NC-Choice Home Inspection Service

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2318

2319
2320
2321

Microwave

Trash Compactor

Ceiling Fan

Kitchen Comments

SUMMARY REPORT Page: 19
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Serviceable. Brand GE. Built-in microwave ovens are tested using normal operating
controls. Unit was tested and appeared to be serviceable at time of inspection. Leak
and/or efficiency testing is beyond the scope of this inspection. If concerned, client
should seek further review by a qualified technician prior to closing

None.

None.

None.

INTERIORS

Review of the interior areas of walls, columns, chimney chases and the areas between ceilings and the flooring above are not
possible. These areas may contain piping, electrical wires, ducts, structural components and other systems. This inspection is
visual and non-destructive. By definition any area that is not accessible is not visible. Therefore these areas are excluded from

this report.
Step #

2351

Step #

2401
2402
2403
2404
2405

2406
2407
2408
2409
2410

Step #

2501
2502
2503
2504
2505

Component

Comments

Component

Floor
Walls
Ceiling
Doors
Windows

Electrical
Heat Source
Fireplace
Ceiling Fan
Dining Room
Comments

Component

Floor
Walls
Ceiling
Doors
Windows

Comments

Wood floors. Most gaps in floors are normally caused by seasonal fluctuations in
humidity- the floor expands from high humidity and contracts during periods with low
humidity. This type of expansion and contraction is considered to be normal and expected
for solid wood floors. In solid wood floors, gaps may be the thickness of a dime (1/32) or
wider. Wider boards may have even wider gaps. Square edged floors show gaps more than
beveled floors, and light colored floors show gaps more than darker colored floors.

DINING ROOM
Comments

Serviceable. Wood,

Serviceable. Papered, painted.

Serviceable.

Serviceable.

Recommendation. Front right window is painted shut or will not open/close without
restriction. Recommend maintenance/repair by a Licensed General Contractor.
Serviceable.

Serviceable. Forced air register observed

None.

None.

None.

GREAT ROOM
Comments

Serviceable. Wood
Serviceable. Painted.
Serviceable.
Serviceable.
Serviceable.

NC-Choice Home Inspection Service

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2506
2507
2508

2509
2510

Step #

2501.2
2502.2
2503.2
2504.2
2505.2
2506.2
2507.2
2508.2

2509.2
2510.2

Step #

2501.2
2502.2
2503.2
2504.2
2505.2
2506.2
2507.2
2508.2
2509.2
2510.2

Step #

2501.3
2502.3
2503.3
2504.3
2505.3

Electrical
Heat Source
Fireplace

Ceiling Fan
Great Room
Comments

Component

Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Fireplace

Ceiling Fan
Keeping Room
Comments

Component

Floor
Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Fireplace
Ceiling Fan
Den Room
Comments

Component

Floor
Walls
Ceiling
Doors
Windows

SUMMARY REPORT

NC-Choice Home Inspection Service
4619 NC Highway 150 E
PO Box 551 (invoice-billing)
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Serviceable.

(336-558-5319) cell

Serviceable. Forced air register observed
Serviceable. Pre-fabricated direct vent fireplace. Gas log installed. Pilot was lit and unit

functioned properly.
Serviceable.
None.
KEEPING ROOM
Comments

Serviceable. Wood
Serviceable. Painted.

Serviceable.
Serviceable.
Serviceable.
Serviceable.

Serviceable. Forced air register observed
Serviceable. Pre-fabricated direct vent fireplace. Gas log installed. Pilot was lit and unit
functioned properly.

Serviceable.
None.

Comments

DEN - BASEMENT

Serviceable. Carpet.
Serviceable. Painted.

Serviceable.
Serviceable.
None.

Serviceable.

Serviceable. Forced air register observed

None.
None.
None.

Comments

LIVING ROOM

Serviceable. Wood.
Serviceable. Painted.

Serviceable.
Serviceable.
Serviceable.

NC-Choice Home Inspection Service
This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2506.3
2507.3
2508.3
2509.3
25103

Step #

2601
2602
2603
2604
2605
2606
2608
2609

2610
2611

2612

Step #

2701
2702
2703
2704
2705
2706
2707
2708

Step #

2800
2801
2802
2803
2804
2805
2806

Electrical
Heat Source
Fireplace
Ceiling Fan
Living Room
Comments

Component

Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Fireplace

Ceiling Fan
Wet Bar

Play Room
Comments

Component

Floor

Walls

Ceiling

Doors

Windows
Electrical

Heat Source
Entry Comments

Component

Location
Floor
Walls
Ceiling
Doors
Electrical
Stairs

SUMMARY REPORT
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Serviceable
Serviceable
None
None.
None.
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. Forced air register observed

GAME / PLAY ROOM - BASEMENT

Comments

Serviceable
Serviceable

. Carpet, tile.
. Painted.

Serviceable.
Serviceable.
Serviceable.
Serviceable.

Serviceable
Serviceable

. Forced air register observed
. Pre-fabricated direct vent fireplace. Gas log installed. Pilot was lit and unit

functioned properly.

Serviceable
Serviceable
functional.
None.

Comments

Serviceable
Serviceable

. GFCI noted and functional at time of inspection. Faucet and sink drain

ENTRY

. Wood.
. Painted,

Serviceable.
Serviceable.

Serviceable

. Fixed.

Serviceable.

Serviceable
None.

Comments

. Forced air register observed

HALLS/STAIRS

Located at basement & 1st story at center of home.

Serviceable
Serviceable

. Carpet.
. Painted.

Serviceable.
Serviceable.
Serviceable.
Serviceable.

NC-Choice Home Inspection Service
This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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2807
2808
2809

Step #

2800.2
2801.2
2802.2
2803.2
2804.2
2805.2
2806.2
2807.2
2808.2
2809.2

Step #

2901
2902
2903
2904
2905
2906
2908
2909
2910
2911
2912

Railing
Whole House Fan
Comments

Component

Location

Floor

Walls

Ceiling

Doors

Electrical

Stairs

Railing

Whole House Fan
Comments

Component

Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Fireplace
Ceiling Fan
Wet Bar
Bonus Room
Comments

SUMMARY REPORT
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Serviceable.
None.
None.

HALLS/STAIRS #2
Comments

Located at 1st and 2nd story at center of home.
Serviceable. Wood, carpet.

Serviceable. Painted.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

None.

None.

BONUS ROOM 2" STORY
Comments

Serviceable. Carpet.
Serviceable. Painted.
Serviceable.
Serviceable.
Serviceable.
Serviceable.
Serviceable. Forced air register observed.
None.

Serviceable.

None.

None.

BATHROOM - MASTER

Page: 22

Our focus in bathrooms is directed at identifying visible water damage and/or visible plumbing problems. We may not
always mention common faults such as stuck stoppers or dripping faucets. If considered important, you should check these

items independently. Minor cosmetic issues such as common rust, corrosion and stains may not always be reported.

Step #

3000
3001
3002
3003
3004

Component

Location
Floor
Walls
Ceiling
Doors

This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.

Comments

Bathroom is located at 1% story, left side.
Serviceable. Tile.

Serviceable. Papered.

Serviceable.

Serviceable.

NC-Choice Home Inspection Service
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3005
3006
3007
3008
3010

3011
3012
3013

3014
3015
3016
3017
3018

3019

3020
3021

3022

Step #

3000.2
3001.2

Windows
Electrical
Heat Source
Exhaust Fan
Tub/Surround

Tub Enclosure
Tub Faucet
Shower/Surround

Shower Door
Shower Faucet
Sink

Sink Faucet
Traps/Drain
Supply

Toilet
Counter/Cabinets
Spa Tub

Bathroom
Comments
Component

Location
Floor
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Serviceable.

Serviceable. GFCI noted and functional at time of inspection.

Serviceable. Forced air register observed

Serviceable.

Serviceable. Fiberglass tub tile surround. Bathtubs are not filled to test the overflow
valves for leaks at the time of inspection due to time consumption and waste of water.
This is a visual inspection only for stains or other signs of leaks. Many leaks are
concealed and not visible to the inspector at the time of inspection. No visible leaks noted
at time of inspection, though leaks may occur at anytime without warning. No guarantee,
warranty or certification is given as to future leaks.

None.

Serviceable.

Serviceable. Shower surround. Tile. The shower pan and accessible surrounding areas
were visually inspected for leaks. No visual leaks noted at time of inspection. Shower
pans are not filled and tested for leaks during the inspection

Serviceable. Safety glass installed.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable. Spa Tub. Whirlpool tub noted. Tub was filled to a level above the water jets
and operated to check intake and jets. The tub was drained and checked for leaks and/or
damage. Pump and supple liens were not completely visible or accessible. The items
tested appeared to be in serviceable condition. If a more detailed report is desired the
client is advised to consult a qualified specialist. A GFCI ground fault interrupter is
installed and located at electrical panel in basement.

2012/08/20

None.

BATHROOM #2 2" STORY RIGHT REAR
Comments

2" story right rear.
Serviceable. Tile.

NC-Choice Home Inspection Service
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3002.2
3003.2
3004.2
3005.2
3006.2
3007.2
3008.2
3010.2

3011.2
3012.2
3013.2
3014.2
3015.2
3016.2
3017.2
3018.2

3019.2
3020.2
3021.2
3022.2

Step #

3000.3
3001.3
3002.3
3003.3
3004.3
3005.3
3006.3
3007.3
3008.3
3010.3

3011.3
30123
30133

Walls

Ceiling

Doors
Windows
Electrical
Heat Source
Exhaust Fan
Tub/Surround

Tub Enclosure
Tub Faucet
Shower/Surround
Shower Door
Shower Faucet
Sink

Sink Faucet
Traps/Drain
Supply

Toilet
Counter/Cabinets
Spa Tub
Bathroom
Comments

Component

Location
Floor

Walls

Ceiling

Doors
Windows
Electrical
Heat Source
Exhaust Fan
Tub/Surround

Tub Enclosure
Tub Faucet
Shower/Surround
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Serviceable. Painted.

Serviceable.

Serviceable.

Serviceable. Fixed.

Serviceable. GFCI noted and functional at time of inspection.

Serviceable. Forced air register observed.

Serviceable.

Serviceable. Porcelain tub and tile. Bathtubs are not filled to test the overflow valves for
leaks at the time of inspection due to time consumption and waste of water. This is a
visual inspection only for stains or other signs of leaks. Many leaks are concealed and not
visible to the inspector at the time of inspection. No visible leaks noted at time of
inspection, though leaks may occur at anytime without warning.

None.

Serviceable. Shower head noted.

None.

None.

None.

Serviceable.

Serviceable.

Serviceable.

Serviceable.
Serviceable.
None.
None.

BATHROOM #3 - BASEMENT
Comments

Basement.

Serviceable. Tile.

Serviceable. Painted

Serviceable.

Serviceable.

None.

Serviceable. GFCI noted and functional at time of inspection.

Serviceable. Forced air register observed.

Serviceable.

Serviceable. Porcelain tub and tile. Bathtubs are not filled to test the overflow valves for
leaks at the time of inspection due to time consumption and waste of water. This is a
visual inspection only for stains or other signs of leaks. Many leaks are concealed and not
visible to the inspector at the time of inspection. No visible leaks noted at time of
inspection, though leaks may occur at anytime without warning.

None.

Serviceable. Shower head noted.

None.

NC-Choice Home Inspection Service
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3014.3 Shower Door None.
3015.3 Shower Faucet None.
3016.3 Sink Serviceable.
3017.3 Sink Faucet Serviceable.
3018.3 Traps/Drain Serviceable.
Supply
3019.3 Toilet Serviceable.
3020.3 Counter/Cabinets Serviceable.
3021.3 Spa Tub None.
3022.3 Bathroom None.
Comments

BATHROOM #4 — 2" STORY FRONT

Step # Component Comments

3000.4 Location 2" story front.

3001.4 Floor Serviceable. Tile.

3002.4 Walls Serviceable. Painted

3003.4 Ceiling Serviceable.

30044 Doors Serviceable.

30054 Windows None.

3006.4 Electrical Serviceable. GFCI noted and functional at time of inspection.
3007.4 Heat Source Serviceable. Forced air register observed.

3008.4 Exhaust Fan Serviceable.

30104 Tub/Surround Serviceable. Porcelain tub and tile. Bathtubs are not filled to test the overflow valves for

leaks at the time of inspection due to time consumption and waste of water. This is a
visual inspection only for stains or other signs of leaks. Many leaks are concealed and not
visible to the inspector at the time of inspection. No visible leaks noted at time of
inspection, though leaks may occur at anytime without warning.

30114 Tub Enclosure None.
30124 Tub Faucet Serviceable. Shower head noted.
30134 Shower/Surround None.
30144 Shower Door None.
30154 Shower Faucet None.
30164 Sink Serviceable.
3017.4 Sink Faucet Serviceable.
3018.4 Traps/Drain Serviceable.

Supply
30194 Toilet Serviceable.
3020.4 Counter/Cabinets Serviceable.
3021.4 Spa Tub None.
30224 Bathroom None.

Comments

BATHROOM-Half

Step # Component Comments

NC-Choice Home Inspection Service
This is a Confidential Report prepared for client only, Any Use by Unauthorized Persons Prohibited.
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3100
3101
3102
3103
3104
3105
3106
3107
3108
3110
3111
3112

3113
3114
3116

Step #

3200
3201
3202
3203
3204
3205
3206
3207
3208
3209
3210
3211

Step #

3200.2
3201.2
3202.2
3203.2
3204.2
3205.2
3206.2
3207.2
3208.2
3209.2

Location
Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat Source
Exhaust Fan
Sink

Sink Faucet
Traps/Drain
Supply
Toilet
Counter/Cabinets
Bathroom
Comments

Component

Location
Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat source
Closets/Wardrobe
Fireplace
Ceiling Fan
Comments

Component

Location

Floor

Walls

Ceiling

Doors

Windows
Electrical

Heat source
Closets/Wardrobe
Fireplace
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SUMMARY REPORT

NC-Choice Home Inspection Service
4619 NC Highway 150 E
PO Box 551 (invoice-billing)
Browns Summit, NC 27214
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Bathroom is located at 1* story hall.
Serviceable. Wood.

Serviceable. Papered.

Serviceable.

Serviceable.

None.

Serviceable. GFCI noted and functional at time of inspection.
Serviceable. Forced air register observed.
Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable.
None.
None.

BEDROOM MASTER
Comments

Bedroom is located at 1% story left rear.
Serviceable carpet.

Serviceable. Painted.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable. Forced air register observed.
Serviceable.

None.

Serviceable.

None.

BEDROOM #2 2™ STORY CENTER FRONT
Comments

2" story center front.

Serviceable. Carpet.

Serviceable. Painted.

Serviceable.

Serviceable.

Serviceable.

Serviceable.

Serviceable. Forced air register observed.
Serviceable.

None.

NC-Choice Home Inspection Service
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3210.2
3211.2

Step #

3200.3
3201.3
3202.3
3203.3
3204.3
3205.3
3206.3
3207.3
3208.3
3209.3
3210.3
3211.3

Step #

32004
3201.4
32024
3203.4
3204.4
32054
3206.4
3207.4
3208.4
32094
32104
32114

Ceiling Fan
Comments

Component

Location
Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat source
Closets/Wardrobe
Fireplace
Ceiling Fan
Comments

Component

Location
Floor

Walls
Ceiling
Doors
Windows
Electrical
Heat source
Closets/Wardrobe
Fireplace
Ceiling Fan
Comments
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Serviceable.
None.

BEDROOM #3 2" STORY RIGHT
Comments

2" story right side.
Serviceable. Carpet.
Serviceable. Painted.
Serviceable.
Serviceable.
Serviceable.
Serviceable.
Serviceable. Forced air register observed.
Serviceable.

None.

None.

None.

BEDROOM #4 2" STORY CENTER REAR
Comments

2" story center rear.
Serviceable. Carpet.
Serviceable. Painted.
Serviceable.
Serviceable.
Serviceable.
Serviceable.
Serviceable. Forced air register observed.
Serviceable.

None.

None.

None.

NC-Choice Home Inspection Service
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